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Abstract 
A simplified 2D numerical model for evaluating the bending capacity of rebar reinforced steel fibre 
reinforced concrete (R/SFRC) beams during fire is presented. Distinct material properties of steel 
fibre reinforced concrete (SFRC) and reinforcing steel bars are considered. The SFRC is treated as a 
homogeneous concrete “composite” which combines the advantages of the compression capacity of 
concrete and the tension capacity of fibre elements. Three steps are associated with the numerical 
model for evaluating the fire resistance of R/SFRC beams. Firstly, a fire temperature calculation. 
Secondly, thermal analysis evaluating the temperature inside the concrete cross-section in function 
of time. And finally, the structural analysis where the temperature dependent material properties are 
taken into account. The developed model for the bending capacity of R/SFRC beams is validated 
with test results, which demonstrates that the proposed numerical model captures the fire resistance 
of R/SFRC beams with reasonable accuracy. 
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1 INTRODUCTION 
Steel fibres are widely used in concrete structures to enhance the post-cracking behaviour of 
concrete. However, in the case of fire resistance design, the post-cracking tensile strength of SFRC 
is not taken into account by any current standard (EC2, 2004b; fib Model Code 2010, 2013). It is 
conservatively assumed that only the rebars carry tensile forces at elevated temperatures. This 
assumption is disadvantageous for the SFRC in determining the residual bearing capacity of a 
reinforced concrete member during fire, as the contribution of the fibres to the strength of the 
remaining cross-section after loading is neglected. Significant strength reserves may therefore be 
overlooked in the fire design process. In addition, there have been limited studies on evaluating the 
fire performance of structural members made by steel fibre reinforced concrete and conventional 
reinforcement (Kahanji et al., 2016; Heek et al., 2018). Thus, there is need for reliable experimental 
data, mathematical models and design specifications for predicting the fire resistance of rebar 
reinforced steel fibre reinforced concrete beams or slabs. 
In the present paper, a temperature-dependent numerical model for the analysis of fire resistance of 
R/SFRC beam is presented. In order to obtain the bending capacity of a R/SFRC beam under high 
temperature, the following steps should be followed (i) fire temperature calculation, (ii) temperature 
distribution calculation over the cross section of the R/SFRC beam, and (iii) calculation of moment-
curvature (M-χ) curves for tracing the structural response of the beam. In addition, after obtaining 
the moment-curvature (M-χ) curves, mid-span deflections of the beam at elevated temperature can 
be calculated based on the principle of virtual work. 
2 MODELLING MATERIAL PROPERTIES OF SFRC AT ELEVATED 
TEMPERATURE 
The fire resistance of R/SFRC beams exposed to fire depends strongly on the material properties of 
both SFRC and reinforcing steel. The modelling of the material properties of SFRC in the present 
   
numerical model is discussed in this section. The mechanical properties of steel reinforcement at 
elevated temperature according to the EC2 (2004b) are used. 
2.1		 Stress-strain relations of SFRC	
The discrete crack-bridging ability of fibres in fire is captured in a smeared way introducing a 
modified stress–strain relation according to fib Model Code 2010 (2013). The stress-strain relation 
of SFRC in tension used in the present model is given below: 
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where fft, Efc denote the tensile strength and modulus of SFRC at ambient temperature, respectively; 
kt(θ), kE(θ) are retention coefficients illustrating the degradation of tensile strength and elastic 
modulus of SFRC at elevated temperature, respectively. Linear-elastic behaviour is assumed up to 
the tensile strength fft and a bi-linear model is used to model the fibre’s post-cracking bearing 
capacity employing two residual tensile strength values fFts and fFtu at fixed strains εSLS and εULS, 
respectively (fib Model Code 2010, 2013). Fig. 1 illustrates the stress–strain relations of SFRC in 
tension at elevated temperature used in the present model. 
 
Fig. 1 Temperature-dependent stress-strain relations of SFRC in tension 
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It is proposed as a conservative, bilinear function according to Eqs. (2) and (3) evaluated from 
literature data (Aslani et al., 2014). Degradation starts when θ exceeds 100 oC approximately and 
continues up to θ = 800 oC. Beyond, no tensile capacity is assumed. 
3 NUMERICAL MODEL 
In order to analyze the fire resistance of R/SFRC beams at elevated temperature, a simplified two 
dimensional numerical model is developed in this paper. There are mainly three steps, namely, fire 
temperature calculation, heat transfer analysis, and strength analysis. 
3.1		 Fire	temperature	calculation	
Fire temperatures assumed to expose to three sides of the beams follow the standard fire such as 
ISO 834 (1999) or any other design fire scenario (EC2, 2004b). The temperature–time relationship 
for the ISO 834 standard fire can be approximated by the following equation: 
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where tE, time ,min; T0, ambient temperature, oC; and Tf, fire temperature, oC. 
3.2		 Heat	transfer	analysis	
The time-dependent distribution of the temperature gradient in an R/SFRC beam is described by 
Fourier’s differential equation for heat conduction (Welty et al., 2001): 
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where k, ρ and c denote the temperature-dependent thermal conductivity, density and specific heat 
capacity, respectively. Steel reinforcement and steel fibres are assumed not to influence the 
temperature distribution, and consequently the reinforcement temperature is considered equal to the 
temperature of the concrete at the reinforcement axis position.  
The heat flux to the outer surfaces of the R/SFRC beam via convection and radiation, is given by: 
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where n denotes the outward normal direction of the beam surface; hc is the thermal convection 
coefficient, W/(m2K); Tf represents the fire temperature determined from the fire calculation above, 
oC; Tm is the surface temperature of the member, oC; εm denotes the surface emissivity of the 
member; εf is the emissivity of the fire; σ is the Stephan Boltzmann constant, W/(m2K4). 
A thermal calculation tool similar to literature (Van Coile, 2015) is developed to numerically solve 
the differential equations by forward integration, using a time-discretization of 0.1 second and a 
cross-section discretization of 1 mm². A cross section of an R/SFRC beam and its discretization for 
the thermal analysis are shown in Fig. 2. 
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Fig. 2 Cross-section of an SFRC beam and its discretization for thermal analysis 
3.3		 Strength analysis	
Regarding to strength analysis, the cross sectional temperature field generated from heat transfer 
analysis and the temperature-dependent stress-strain relations of SFRC in compression and tension 
are used as input. The strain relation in concrete and steel rebars can be written according to fib 
Bulletin 46 (2008) as: 
tot mech th                                                                      (7) 
where εtot is the total strain, εth is the thermal strain, and εmech is the mechanical strain. 
The strength calculations, at elevated temperatures, are carried out using the same rectangular 
network described above for the thermal analysis and shown in Fig. 2, which allows direct 
superposition of the thermal and mechanical portions of the strains according to Eq. (7). The 
temperatures, deformations and stresses in each element are represented by those at the centre of the 
   
element. The temperature at the centre of the concrete element is obtained by averaging the 
temperatures of the nodes of that element in the mesh. The same procedure is used for steel 
reinforcement, where the values of stress, the strain components and temperature of each bar are 
represented by those at the centre of the rebar. 
Mechanical modelling considers bending moments M and axial forces N only. Shear deformations 
are neglected. Plane sections remain plane after bending. Moreover, no slip between concrete and 
rebar is assumed. Post-cracking behaviour of SFRC, at elevated temperatures, is considered in the 
model based on the reduction factors proposed in literature (Aslani et al., 2014). Spalling of 
concrete is neglected. Applying equilibrium conditions for a two dimensional case yields: 
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where σc represents stresses of SFRC, σsi is the stress of the ith steel rebar, A is the cross-sectional 
area, n denotes the number of steel rebars in the beam cross-section, Asi is the area of the ith steel 
rebar, and zi denotes the distance between the centre of the ith element and the neutral axis of the 
beam. Iteration procedures are used to find the strain which satisfies the force equilibrium condition 
(e.g. N=0) at a specific curvature. Then the moment corresponding to the chosen curvature can be 
calculated using Eq. (9). Using the method mentioned above, we can obtain the moment-curvature 
relations of the beam at an arbitrary fire duration time. 
After the sectional analysis of the beam mentioned above, the obtained moment-curvature curves 
are treated as input data for the calculation of the deflections of the beam based on the principle of 
virtual work. The general formula for concrete beams is given by: 
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where, mech ( , , ,...)firef N M t  , strain caused by the mechanical load; ( , , ,...)firef N M t  , 
curvature caused by the mechanical load, vary with N, M, tfire, etc. 
In the case of a beam, N equals 0, so equation (10) can be written into: 
L
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where, f = 1N, the virtual force;  f M  , the moment-curvature relation at fire exposure time tfire. 
For discrete Δxi, one obtains:  i i i i
i
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By means of Eq. (12), we can calculate the deflection at an arbitrary point along the length of the 
beam at any time step. 
4 VALIDATION OF THE NUMERICAL MODEL 
There is insufficient research into the performance of reinforced steel fibre reinforced concrete 
beams at elevated temperature, as most studies have largely focussed on columns, slabs and smaller 
elements such as cubes and cylinders (Khaliq and Kodur, 2018). 
Six beams tested under fire exposure by Kahanji et al. (2016) were selected and analyzed for 
validating the capability and accuracy of the present numerical model. Three of the beams 
contained steel fibres with a volume fraction of 2% and the other three had steel fibres with a 
volume fraction of 4%. All the beams were subjected to the ISO 834 standard fire (1999) and tested 
with fire exposure for 1 hour under three loading levels, i.e. 20, 40, and 60 percent of the ultimate 
strength of the beam at ambient temperature, as per EC2 (2004a) capacity calculation. 
Six thermocouples in total were used to monitor the temperature distribution across the beams’ 
depth and on the rebars. The locations of the thermocouples are illustrated in Fig. 3. 
   
 
Fig. 3 Thermocouples positions 
Fig. 4 shows the comparison of measured and predicted temperatures at various locations in beams 
RLF2-40 and RLF4-40. Close agreement is obtained. Moreover, it is interesting to note that peak 
temperatures in beams occur during the decay phase of the fire exposure. This can be attributed to 
thermal inertia of concrete, which leads to a lag between fire temperatures and the temperatures 
within a beam cross section. From Fig. 4, it can be seen that though different fibre volume fractions 
in beams RLF2-40 and RLF4-40, the temperatures at the positions of the rebars and the beam centre 
are nearly the same. The steel fibre volume fractions did not influence the thermal properties of the 
beam so much. 
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(a) RLF2-40                                                                      (b) RLF4-40 
Fig. 4 Comparison of predicted and measured cross sectional temperatures during fire exposure 
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(a) RLF2                                                           (b) RLF4 
Fig. 5 Comparison of the predicted and measured mid-span deflections for beams during fire exposure 
Fig. 5 illustrates the measured and predicted mid-span deflections of the beams during the fire. It 
can be seen that mid-span deflections increase during early stages of fire exposure due to 
degradation of strength and stiffness properties of SFRC and reinforcing steel with temperature. 
Since beams RLF2-40, RLF2-60, RLF4-40, and RLF4-60 were loaded with a relatively high load 
   
ratio, all of them failed within 60 min of fire exposure. The beams RLF2-20 and RLF4-20 did not 
fail during the fire exposure period because of the lower load ratio. It can be seen from Fig. 8 that 
the predicted mid-span deflections agree well with the measured response during the fire test. 
However, for beams RLF2-60 and RLF4-60, earlier failures were found from the developed model 
than obtained in the tests. This may be due to the different fire exposure of the beam. Indeed, the 
tested beams were exposed to fire only over half the depth of the beam, while the developed model 
assumed that the full depth of the beam was exposed to fire. 
5 CONCLUSIONS 
Based on the results of the present research, the following conclusions can be drawn: 
 Steel fibre contents did not influence the thermal properties of SFRC. Hence, the thermal 
properties for plain concrete can be used to calculate the temperature field of a beam section 
during fire exposure. 
 Enhanced tensile behaviour of SFRC during fire exposure is observed from literature, and the 
modified fib Model Code model for the temperature-dependent stress-strain relation of SFRC 
in tension is applied, assuming a complete loss of tensile capacity above 800℃. 
 The moment–curvature based 2D numerical model is capable of predicting the fire behaviour 
of R/SFRC beams, from the temperature distribution of the beam section to the deflection of 
the beam during fire exposure, with a good accuracy that is adequate for practical purposes. 
 There is still limited information on the fire performance of R/SFRC beam, thus more 
validations for the structural behaviour of the beam, such as load–deflection relation of the 
beam after exposure to fire, should be carried out later. 
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